PNNL-27546

Light Water Reactor Sustainability
Program

nterdigital Capacitance Local Non-
Destructive Examination of Nuclear
Power Plant Cable for Aging
Management Programs

TR

% s AT e Wy, B D
i ‘ al Hl"l""ﬂ‘"ﬂﬂ"‘!‘! '».| | '.! :

May 2018

U.S. Department of Energy

Office of Nuclear Energy




DISCLAIMER

This information was prepared as an account of work sponsored |
agency of the U.S. Government. Neither thes. Government nor any
agency thereof, nor any of their employees, makes any warranty, expr,
or implied, or assumes any legal liability or responsibility for the accurg
completeness, or usefulness, of any information, apparatus, produ
process disclosed, or represents that its use would not infringe priv
owned rights. References hereia &ny specific commercial produc
process, or service by trade name, trade mark, manufacturer, or othe
does not necessarily constitute or imply its endorsement, recommend
or favoring by the U.S. Government or any agency thereof. The views
opinions of authors expressed herein do not necessarily state or reflect]
of the U.S.Government or any agency thereof.




PNNL-27546

| nt er di gi t alL oCcaspbarice ¢ tamiwc et
Exami nattNhuocnl ear Power f &t gainn
Management Progr ams

Authors: S.W. Glass?, L.S. Fifield!, N. Bowler?,
A. Sriraman?, W.C. Palmer?

Pacific Northwest National Laboratory
’lowa State University

May 2018

Prepared for the
U.S. Department of Energy
Office of Nuclear Energy



Light Water Reactor Sustain

| ndiegi t al Capaci t-Baeser uot
Examination of Nuclear Pov
Management Progr ams

PNNL-27546

May 18, 2018

Approved by:

&@M@ RM May 18, 2018

Sgéve N. Schlahta ' Date
Director, Nuclear Science Project Management Office



SUMMARY

This Pacific Northwest National Laboratory milestone report describes progress to date on the
investigation of nofdestructivetest methods focusing on local cable insulation and jacket testing using
an interdigital capacitance (IDC) approach. Earlier studies have assessed a numbelesfrnotive
examination (NDE) methods for bulk, distributed, and local cable tests. Altygstatrategy is to
perform bulk assessments of the cable response using dielectric spectroscopyrismitial discharge
followed by distributed tests like time domain reflectometry or frequency domain reflectometry to
identify the most likely defe location followed by a local test that can include visual inspection, indenter
modulus(IM) tests, or Fourietransforminfrared spectroscopyFTIR) ornearinfraredspectroscopy
(FTNIR). If a cable is covered with an overlaying jacket, the jackaerial is likely to be more severely
degraded than the underlying insulation. None of the above local test approaches can be used to evaluate
insulation beneath a cable jacket. Since the jack
jackek may not have any significance regarding the ¢c
measurements offer a promising alternative or complement to these local test approaches including the
possibility to test insulation beneath an overlayingg@acr his report addresses:

1 Relevant literature coupled with a discussion of the theory of IDC measurements

1 Measurement of insulation material permittivity on flat samples with correlation iekded
degradation

1 Modetbased assessment of an IB&hsor deptiof-field sensitivity as a function of sensor tine gaps
and other design factors.

1 Correlationsof IDC responses to agelated material degradations

1 An assessment df) the relative sensitivity of an ID€ensoto jacket and underlying insuian
degradation and) a two-sensor scheme to determine what the Hfbialwould be if the jacket were
removed and the sensor were placed directly on the insulation but without removing the jacket.

The most significant conclusions of this work are:

1 Material permittivity and corresponding IDC measurements do correlate wittekded material
degradation on the EPR samples examiiie@ could be developed as a viable field test for local
cable condition assessments as an alternate or complementary lasatengent such #i§l or
FTIR/FTNIR.

1 The IDC measurement can assess the condition of underlying insulation through an outer jacket
material. This ability to assess material condition through the jacket is not possible with other local
cable condition nowlestructive techniques such &8 or FTIR/FTNIR.
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1. OBJECTIVES

This Pacific Northwest National Laboratory (PNNL) milestone report describes progiass ton
the investigation of nodestructivaest methods focusing particularly oerdigital capacitance (IDC)
testing of cable jackets and insulatioattprovide key indicators of cable aging aledjradation

The overall objectives of this pgoamare to develop the technical basis for assg®siisting and
emergingnon-destructive evaluatiofNDE) methods foicable insulation aging and degradation in
nuclear power plantNPP3. In July 2012, a worksha@immons et al. 2012¥as held to lay the
groundwork for a research and development roadmap to address aging cable management in NPPs,
including methods for nondestructively measuring the conditiogiofyacablesThis roadmag@ddresses
the overall gaps that were identifiedtladtworkshop using a phased approackl coveringhree areas

. Determination of key indicators of cable aging. This has largely been addressed in earlier reports
(Ramubhalli et al. 2015; Simmons et al. 2014, Fifield et al. 2015)

2. Characterize and advance currbiliE methods and develop new NDE methods by using insights
from the determination of key indicators. This activity was generally addressgldsgy et al. (2015)
describing the overall statd-the-art for both bulk electrical tests and local tests. A more focused
report was prepared to address local NDE cable (@#dss et al. 2016 his separate 2016 report
addresses bulk electrical tests.

3. Develop models that use the advances in key indicators and NDE metlasdiston predicting
remaining life of cablesModeling has been and continues to be essential to understand the relevance
and aid in interpretation of NDE results. Examples of this inchifield et al. (2017and
Glass et al. (2017)

This report is submitteoh fulfillment of deliverableM3LW-180R0404022 Interdigital Capacitance
Local NonDestructive Examination of Nuclear Power Plant Cable for Aging Management Programs






2. INTRODUCTION AND BACKGROUND

As NPPsconsider applying for second, or subsequent, license renewal (SLR) to extend their
operating period from 60 years to 80 years, it is important to understand how the materials installed in
plant systems and components will age during that time and dewgi@gpraanagement programs
(AMPs) to assure continued safe operation under normal and desgnevents (DBE).

Degradation of the cable jacket, electrical insulation, and other cable components of installed cables
within NPPs is known to occur as a funatiof age, temperature, radiation, and other environmental
factors. Although system tests verify cable function under normal loads, concern remains over cable
performance under exceptional | oads assoerithet ed wi
initial 40-year planned and licensed life has generally been demonstrated and there have been very few
agerelated cable failureEPRI 2015; Mantey 2015WVith greater than 1000 km of power, control,
instrumentation, and other cables typically found in an N&®acing all the cables would be a severe
cost burden. License renewal to 60 years and subsequent license renewal to 80 years, therefore, requires a
cable AMP in accordance with regulatory guida(dBC 2012})to justify cable performance under
normal operation as well as accident conditions.

The aging of insulation and jacketing material in electrical and instrumentation cables is considered to
be one of the factors that may lirttie ability of light water reactors to continue operations beyond their
licensed period (up to 60 and 80 years, depending on the specific plant). The focus for cable SLR
gualification is the continued ability to withstand a DBE. Aging and subsequentdégreof insulation
will impair the ability of cables to perform their function under all environmental conditions. Methods to
nondestructively assess the level of aging and degradation in cable insulation and jacketing materials are
therefore needed. kddition to providing an estimate of the level of aging and degradation, such
condition assessment or condition monitoring (CM) methods for cable insulation can also provide critical
inputs into conditiorbased qualification approaches, assess corresgpretimining useful qualified life
of the cable, and ensure that the cables do not exceed a qualified level of degradation.

The U.S. Nuclear Regulatory Commission (NRC) commissioned the U.S. Department of Energy
(DOE) to perform a detailed analysis of NPRtemial aging in this context. The results of this analysis,
the Expanded Materials Degradation Assessniawve been published in five volumes. The first provides
a summary of the analysis process and results. The second through fourth volumes fazagjiog tf
individual systems of concern including core internals and piping systems, reactor pressure vessels, and
concrete and civil structures. The fifth voluiiNRC 2013)considers the aging of cable and cable
systems. It identifies agelated degradation scenarios that dchg important to the use of NPP
electrical cable components over any@@r timeframe and identifies issues for which enhanced aging
management guidance may be warranted.

In July 2012, a workshofsimmons et al. 2012yas held to lay the groundwork for a research and
development roadmap to address aging cable management in NPPs, including methods for
nondestructiely measuring the condition of aging cables. This workshop brought together subject matter
experts from the NRC, DOE national laboratories, the Electric Power Research Institute (EPRI),
universities, and cable manufacturers and inspectors. The workshgedozn identifying key research
needs in the NDE of aging cable insulation in NPPs and the associated technical gaps. Identifying
measurable quantities due to changes in chemical structure of insulating materials that would be a
precursor to eventual faile of an aging cable, and the current stdtthe-art in NDE methods that could
be applied to estimate the remaining life of the cable, were determined to be key to addressing the aging
management challenge for nuclear cables. The development of newnBib&ds or development of new
measurement techniques using existing NDE methods that target these types of changes is of significant
interest. Further, the ability to perform ndastructiveests to determine chemical, physical, mechanical,
and electricaproperties of the cable jackets and insulation without significant disturbance of the cables
and connectors as they lay in situ is essential. This casdarch program sponsored by DOE under the



Light Water Reactor Sustainability program to addressitedge and technique gaps to support the
evolution of industry cable AMPs. Cable NDE methods comprise one topic of ongoing coordination and
communication efforts on aging NPP cable research between the DOE, NRC, EPRI, and lowa State
University. Coordinabn of efforts helps to minimize duplication in research and to ensure that prioritized
knowledge gaps are addressed.

Acceptance criteria that define the threshold for degradation below which cables may continue to be
used are a challenge, because it is impractical to subject each cable systeroftodokmt accident
(LOCA) or seismic simulation events following 40ears of service. The repdnitial Acceptance
Criteria Concepts and Data for Assessing Longevity of-Voltage Cable Insulations and Jack@ePRI
2005)develops a basis for acceptance criteria and evaluates the aging profiles for many commonly used
cable jackets and polyans. The report describes 50 percent elongatidmeak (EAB) as a conservative
practical enebf-life threshold for cables that may be stressed during maintenance or subjected to LOCA
exposure. The report also discusses the basis for cautious continued use of cables beyqettart50
EAB threshold. EB measuremenihherently compromises the-gervice cable use as it is a destructive
ex situ test so the challenge is to develop NDE methods that can reasonably be correlated with EAB.
Reliable NDE irsitu approaches are needed to objectively determirguttebility of installed cables for
continued service. A variety of tests are available to assess various aspects of electrical and mechanical
cable performance, but none of the available tests are suitable for all cable configurations nor does any
singletest assess all features of interest. Nevertheless, the complete collection of test possibilities offers a
powerful range of tools to assure the integrity of critical cables.

Cable test technologies may generally be divided into:

1 Bulk/distributed electrial measurements [resistance or impedance measurements, high voltage
withstand tests, Tan U (dissipation factor), tir
reflectometry, partial discharge, and other techniques]. These tests are administiénefdaimthe
cable termination ends and test the full length of the cable. Normally both ends of the cable are
isolated from the supply or from the indicating instrument and from the motor, actuator, or sensor to
perform the tesBulk tests (withstand, Tal partal discharge) simply provide an overall indication
of the cableds i mpedance or | eakage current. Di s
regarding the location of cable conductor or insulation degradation.

71 Local insulation measurements inckudsual or optical inspection, indenter, infrared, or fmefaared
spectral measuremerandIDC. Local tests may be impractical to apply if cables are inaccessible
because they are buried, enclosed in conduit, or require expensive scaffolding tchasoess:,
such local tests can be important to justify continued service or repair rather than replacement. Visual
tests provide subjective indications of the cable condition. Indenter tests evaluate mechanical
properties of the insulation which are shawrcorrelate well with EABGlass et al. 2016)-ourier
transform infraredFTIR) and Fourier transform near infrared (FTNIR) optical methods show
promise as a practical way to quickly test accessibleedabulation or jacket material particularly if
there is a calibration baseline |ibrary of the
(Fifield et al. 2017; Glass at. 2016) None of these tests however address electrical characteristics
of interest. Moreovemeither indenter, visuaFkTIR nor FTNIR support interrogation of insulation
covered by an overlaying jacket. The primary promising technology for lotialgtes electrical
characteristics of the insulation is i#C testing that is the primary subject of this report.

‘N

1 Laboratory sample tesisVirtually all local and bulk and distributed electrical NDE tests may be
applied in a laboratory environment iftlsable can be moved to that environment; however, the
laboratory environment offers some additional test possibilities that are not practical to perform on in
situ cables. In order for these tests to aid the utilitiev@uatingn-service cables, thegests require
samples from surrogate cables that may have been left in place but are no longer in service (rare) or a
section of the actual igervice cable may be sampled, followed by a splice or termination repair.
Such tests include EAB, oxidation inction time and temperature (evaluates loss of@atiant



compounds), insulation density measurement, temperature at maximum rate of weight loss and
activation energy measurements using a thermogravimetric analyzer, swelling ratio and gel fraction
measuements, atomic force microscope for misegale viscoelastic properties, nuclear magnetic
resonance, andTIR. These tests are mentioned but are not addressed further in this report. Such tests
can be useful to characterize general plant cable aging behawi their destructive nature and
impracticality for field application make themmsuitableas method$or justifying continued use of
in-service cables.

Cable test motivations may be grouped as follows:

Factory inprocess and post manufacture accepadest. These tests are designed to confirm the
guality of the manufactured cable and catch any quality issues prior to releasing the cable to the
ultimate customer.

Postinstallation tests that prove the cable is fit for service and has not been damiaggd d
installation.

CM associated with the cable AMP. The primary focus here is to determine if the cable is currently
acceptable and is expected to continue to be acceptable for a period of time. Usually the units or
increments of time of interest are t@mber of operating/refueling cycle periods (typically 2 years).

Troubleshooting tests to determine the nature and location of degradation and to assess whether repair
is possible or if replacement is necessary.

Failure and forensic assessments to idgeméisons for failure or degradation dodecommend
mitigation or corrective action on similar applications and circuits.






3. CABLE DESIGN, CLASSIFICATION, AND LAYOUT

NPP cable designs typically include a conductor to carry power, insttatoenor control signals,
and an insulating cover layer to isolate the condu€igu¢e3-1). They may include more than one
insulated conductor within a bundle. Other components typically associated with the overall cable design
include a semiconductor screen, a shield over eautuctor, and/or over all conductors, binder tape, and
a jacket. While the insulation provides electrical isolation, in jacketed cable configurations the jacket
mainly serves to provide mechanical protection during installation and sometimes fire orenoistur
resistance depending on the cable construction. The materials for cable components are chosen based on
the use environment, such as wet, dry, radiation, or sunlit conditions, and the application such as for
power or instrumentation. Conductors, made fompper, aluminum, or tin, are relatively insensitive to
age and related damage. Crtisked polyethylene (XLPE) and ethylepeopylene rubber (EPR)
compose the vast majority of insulation materials in the nuclear industry, with silicone rubber also being
of interest. The most significant jacket materials are chlorosulphonated polyethylenei(&IS&Enown
as Hypalon® [registered trademark of DuPordfilorinated polyethylenéCPE) polychloroprene, and
polyvinyl chloride (PVC). While installed cablestivintact insulation may well be able to continue to
provide safe operation with degraded jacket material, the tendency of jacketing materials to degrade more
readily than insulation materials enables their use as lead indicators for local stressipsidation
degradation and failure.

Uncoated copper conductor
Semiconducting screen

Insulation

Insulation screen extruded semiconductor
Shielding copper tape with/without

drain wire

Jacket

Helically applied binder tape

mooOw>»

@™

Figure3-1. Configurations of typical cable designs used in NPHlscomponents particularly B,D, E,
F,andG are not always presentevery construction

A surveyperformed by EPRI in thmid-1990sestablished a representative distribution of insulation

materials within the U.S. nuclear fl§&PRI 1994)seeTable3-1). Note that over 70 percent of the
materials are XLPE or EPR.

Table3-1. A Sort of Insulation Material for U.S. NPPsom EPRI 1994)

Insulat_ion Datak_Jase Percent of Insulation Material Datat_)ase Percent of
Material Entries Total (%) Entries Total (%)
XLPE 439 36 ETFE 39 3
EPR 434 36 Flame retardarEPR 36 3
Silicone Rubber 63 5 CSPE 28 2
Kerite® 61 5 Butyl rubber 20 2
Polyethylene 52 5 All others Each O




Numerous standards have been developed over the years to group and categorize cables based on
application, voltage, environment, and basic design Jpblé3-2). Exactly what grouping is used

depends on the application but for cable aging pament, generally the nuclear industry has focused on

medium and lowvoltage cables. Lowoltage cables constitute the majority of NPP cables but many

safetycritical cables exposed to moisture are meduaitage cables. Most plants have a rigorous

program to test and verify performance of safetitical mediumvoltage cables. Cable CM programs are

encouraged

t hrough

bet ween staff and
cable performance as a causal factor. The NRC staff will use this guidance to evaluate compliance with

the Maintenance Rule

|l i censees

Table3-2. Categories of Cable Grouping

N R C 6 NRD 204with pRrcglar éngphasisron

mediumvoltage cablesExamplesare citedof cable failures particularly for wenvironment cables.
Although this is not currently a required program, it is encouraged by thetdNgGmote discussion
w h ecable dailufe @ralégtaded y 6 s

Gui

Application Voltage Environment Design
Power Low (02 K\ Normal operating Single/multiconductor
Control Me di u im6 KMz temperature Triplex
Instrument High (>46 KV) High temperature Thermocouple alloys

Thermocouple
Communication
Specialty Configuration
Safety Related
Non-Safety Related

Fire/flame retardant

High radiation

Submerged water
Aggressive solvents

Coaxial

Shielded/unshielded (and shield typ¢

itape,

braid,

Special jacket
Conductor/shield material (copper,

tinned
Insulation/jackématerial (XLPE,

EPR,

PVC,

copper

€)

€)

Cable layout in typical plants is not designed to facilitate access and inspedignifi¢ant portions

of the cable lengths. Cable trays and conduits are designed to protect the cables from environmental
stresses as well as accidental damage from workers and equipment that may be moving either inside

containment, auxiliary buildings, or control buildingshW cable ends are generally accessible at
termination boxes and control panels, many cables are grouped together with other cables in trays that do
not necessarily follow personnel access pathways;themsgh penetration pipes and conduits that may

beburied in concrete, undground, or even passing through areas that may be floBdpdd3-2).

Control
Racks

Power
Supplies

Conduit

Cable
Trays

Containment

Instrumentation cable

Control cable

Power cable

Motor Cables /
Thermocouple/__j
sensor cables

7
|

To Turbine

Penetrations
Termination
junction box

Figure3-2. Typical cable layout allows access at control racks and termination junction bokesuch
of the cable is protected within cable trays and conduit thereby limiting access for local inspections.
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ope



4. AGING AND ACCELERATED AGING

Stressors leandg to cable degradation can generally be divided into three g(bimglsay and
Benson 2012)

1 Environmental: radiation, heat, moisture, chemical, etc.

1 Operational: high voltage, electrical transients, ohmic heating, flexing/vibration, mechanical damage,
efc.

1 Errorinduced damagdrom inappropriate design/selection for the given environmental or
operational stressors above, manufacturing, or maintenance deficiencies.

When CM techniques are being applied to evaluate cable condition, consideration of the stressors can
be important tondicatewhere to look and what to look fofestslook for changes in the cable material
characteristics. These changes can generallphsidered as follows:

1 Various insulation and jacket polymers (XLPE, EPR, PVC) subject to elevated temperature from
ohmic heating of the conductor, radiant or ambler#tacting on the outside of the insulation and
jacket, water or chemical attack from ttele exterior, and/or radiation are prone to embrittlement,
cracking, decrease in dielectric strength, increased leakage current, reduction in structural integrity,
and susceptibility to intrusion of moisture or contaminants.

1 PVCs (mostly related to jaeks) are also subject to hydrogen chloride evolution and salt formation
resulting from wet environments that can reduce dielectric strength and increase leakage currents.
Because PVCs are rarely used for insulatimmwever, this may be only a cosmetiaisdimited to
the jacket.

T Various insulation and jacket polymers are also subject to wetting and moisture intrusion in the form
of fAwater treesodo resulting in decreased dielectr

1 Copper conductors subjected to wadtinay experience corrosion resulting in increased electrical
resistance and corresponding ohmic heating that may accentuate the corrosion process.

T Various insulation and jacket polymers are subject to handling, physical contact abuse during
installation,maintenance, operation, or testing that may result in crushing, cracking, scuffing, cutting,
bending deformation, etc. and may result in visuallgerved damage, reduced dielectric strength,
and increased leakage current.

PNNL (Glass et al. 201%)as developed

1 extensive capabilities for controlled accelerated aging of cable samples
1 laboratory measurements of cable andipalarly insulation characteristics, and
1 acollection of laboratory and &itu techniques that may be applied to cable CM assessment.

The principal concerns for adverse environments experienced by polsuktéd/jacketed electrical
cables in the NPPs are elevated temperature, gamma radiation exposure, and the presence of moisture or
other chemical environmental stress. Typical NPP temperatures and dose environments allow the cable to
operate for 40+ yeatsefore material degradation is of sufficient concern to warrant specific tests and
repair or replacement if necessary. Because it is not practical to wait 40+ years for suitably aged samples
to be available for studyhe ability to accelerate aging is e@ssal to the program. A series of aging
ovens has been acquired with room to house either racks of samples irtsigigpmort pasthrough
intact cables. In addition, PNNL has a-6® gamma radiation facility that can subject samples to up to
1 kGy/hr. The facility can also combine the ovens and the radiation test source for combined thermal and
radiation aging. The capability to specify both temperature and dose rate during sample preparation
enables PNNL to address knowledge gaps in the understasfdiegradation from combined exposure
including synergistic effects and inverse temperature effects. These facilities have been used to generate
the representative aged samples where PNNL and PNNL collaborators have performed verification or
demonstratiol©M measurements.






5. IDC THEORY AND LITERATURE REVIEW

5.1 Principles of Capacitive Testing

Capacitive sensors are utilized in the area of materials characterization kndieleetsometry
(Nassr and EDakhakhni 2009; Sheldoand Bowler 2014a)rhe output capacitance of a capacitive
sensor placed in the vicinity of a tesaterial is sensitive to the dielectric properties of that material.
Capacitance can be measured using a typical induetapaeitanceesistance (LCRneter, connected
to a capacitive probe.

Generally familiar is the parallglate capacitor configuration with a dielectric wafer sandwiched
between charged (-€) conductive plates{gure5-1) whose complex capacitanGe[F] is given by

*

C'(f)=e(f)Ad (5.1)

whereine = -] [F/m]is the complex permittivity of the material that fills the space between the

capacitor platesA [n?] is the area of one of the two identical capacitor electratigs] is the uniform
separation between them, drjthz] is frequency. Parallgblate electrodes are suitable for dielectrometry

on flat specimens of uniform thickness that are somewhat thirmetlle diameter of the electrodes, and
can be accessed on both sides. other sample shapes, and in the case of samples that can be accessed
from only one side, custom capacitive electrodes can be designed according to various considerations
(Sheldon and Bowler 2014b; Chen and Bowler 2013; Chen and Bowler (J0@3)e design

consderations usually involve a traadf between signal amplitude anteasuremergensitivity.

Area (A) +Q
Dielectric
d Conductive
Plates

+

Figure5-1. Parallel capacitor model with dielectric sandwiched between two conductive plates.

-Q

A typical LCR méer measure€ asthe real part an® as the loss factor of the complex capacitance,
where

cr(f)=c(f)g -ip(f) . (5.2)

Thus for the paralleplate geometryC =ejA'd and D = €/ ie. A typical LCR meter coversequency

range ~1 Hz to ~1 MHalthough specialized dielectric spectrometers can accas$izio ~1GHz
(Novocontro). Permittivity measurements up to potentially hundreds of GHz can be accessed using
waveguide approaches, and at even higher frequemnsiigs optical test methods.
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5.2 Permittivity of Polymers

The permittivity of any material, measured at a particular frequency, likely involves the sum of
several types of dipolar contribut®nn polymers, the particular contributions depend on the
compositon of the material and the frequency of the measurergoblar contributiongo permittivity
may be from dipoles induced by applied electric field or from dipoles permanently present in the
material. All materials exhibit electronic polarization theses as a consequence of relative displacement
of electronic and nuclear charge in the presence of an applied electric field. Since the electiorecloud
hydrocarbon polymes relatively light and responsive to the presencanapplied electric fikl, this
polarization mechanism persists up to *Hr. Permanent dipole moments in the polymer itself also
contribute to the permittivity of the material. These may be associated with side groups attached to the
polymer main chain, or with the polymer m&hain itself. Those dipole moments associated with the
polymer chain tend to become active in their polarization contribution at temperatures above the glass
transition temperatureyDf the polymer, and the observance of this contribution to polanzatn
indeed be used as a measure pICobntributions from side groups may be observable at temperatures
both above and belowg,Twith relaxation frequency higher than that of any relaxation associated with the
polymer main chain. For further informatisee, for exampléMenczel and Prime 2009, Chapter 6)

Each dipole has associated with it a polarizabilikgnd dipole momer = UE. The extent to which
each dipole may contribute to the overall polarization of the material depends on the strength of the
individual contribution, represented by its polarizability. The polarizakility dipoleis a function of
frequency, giving riseotfrequency dependence of the permittivity. Each type of contribution has a
characteristic relaxation frequency associated with it, above which its contribution to the overall
polarization of the material falls off. This behavior is illustrate&igure5-2, which shows the frequency
dependence of permittivity for a typical polymer. Three relaxations are illusiratéstfacial
polarization relaxation that can occunewn free charges in a seamistalline polymer become trapped at
the crystalamorphous boundary, for example; the alpha relaxation associated with the glass transition
mentioned before; and a beta relaxation associated with polarization of a side gmsapefitgth of each
relaxation and its frequency depends on the particulars of the material. Notice that each relaxation is
characterized by a declineihand a peak it. These real and imaginary parts of the same complex
number are related mathematigddy the KramersKronig relations that are rooted in the causal nature of
the relaxation procegkandau and Lifshitz 1960)

B-relaxation

interfacial
a-relaxation

-4 -2 0 2 4 6 8
log[frequency (Hz)]

Figure5-2. Frequencydependence dJ andU for relaxation modes in typical polymeBowler and Liu
2015)
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5.3 Parallel-Plate Capacitor Measurement Setup

The parallelplate capacitor offers a louncertaintyapproach to obtainingelectric spectraif flat
specimens with uniform thickness are available. As a rule of thumb, uncertainties due to fringing field
effects (noruniform electric fields at the edges of the electrodesg@nérolled by maintaining atio of
greater than ten between the electrode diameter and the sample thickness. Many elecipsdasset
employ guard electrodes to maintain the uniformity of the electric field between the sensing electrodes.
Uniformity of the electric field betweethe electrode plates allows equation (5.1) to be employed in the
conversion from measured capacitancthématerial property, permittivity.

An Agilent E4980A precision LCR metear other spectrometer/impedance analyzer may be employed in
measuring capiéance (C*) and inferring permittivity( (. An Agilent 16451Bfixture, emplaing a 56
mm-diameter unguardeglectrode and a-Bim-diameter guarded electrodaay beconnected to the LCR
meteras shown ifFigure5-3. Examples of data measured using this setup are fousettion8.1

Figure5-3. Agilent E4980A precision LCR meter and Agilent 16451B text fixture connected to it.

5.4 Interdigital Capacitors for Cable Polymer Monitoring

5.4.1 Coplanar Capacitive Sensors

Early work investigating coplanar capacitive sensors ébeat detection in dielectric materials, both
at and below the surface, and for surface flaw detection in metals, showed promise and noted the high lift
off sensitivity of capacitive sensofShull et al. 1990)Rectangular, coplanar, interdigital dielectrometry
sensors, and a seianalytical model for inferring the permittivity of a dielectric platam the measured
capacitance, were present{&hay and Zahn 2005Rectangular coplanar capacitive sensors were also
applied to detect water intrusion in composite struct(Messr et al. 2008)nd evanescent field
dielectrometry was used to monitor fresco degradation due to moisture and solulj@!isalés al.
2006) Building upon these works, a concentric coplanar capacitive sensor was analyzed for quantitative
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dielectrometry, motivated by the need to detect ingressed water or excessive inhomogeneity due to
improper repair of modern radome structui@sen and Bowler 2009; Chen et al. 20IM)e concentric
coplanar capacitive sensor consists of a charged disoogheghar annular ring that exhibit a measurable
transcapacitanc€r. The effectiveness of the sensor for detecting water ingression iffigkass
honeycombglassfiber sandwich panels was demonstrgteden and Bowler 2010)

Recognizing that the sensing area of the concentric coplanar capacitiweisédinsited to the
vicinity of the circular gap between the two electrodes, and that the magnittildésafssentially
proportional to the length of this gap, concentric interdigital electrodes were introduced to increase the
sensing area of the sensmd the measured capacitafCaen and Bowler 2013)

5.4.2 Capacitive Sensors for Cylindrical Surfaces

Motivated by the need to inspect wire insulation iR @id spacecraft, a capacitive sensor whose two
electrodes conform to thelaydrical surface of the insulated wire was develof@den et al. 2012By
meansofaser@anal yti cal model developed through a Greenit
distribution in the wire due to a point charge on its surface, with a mefhmodments calculation to
determine the charge distribution upon the edrelectrodes, the permittivity of the wire insulation was
inferred from measured capacitance. In an accelerated aging experiment, differences between wire
insulation thermally exposed at various temperatures were obg@tved and Bowler 2@hk). Again
recognizing the advantages of interdigital electrodes for increasing the measured capacitance and the
sensing area of the sensor, a clamp fixture with interdigital capacitive sensor was developed for in situ
evaluation of wire insulatiofSheldon and Bowler 23, 2014a; Sheldon and Bowler 2014bWwas
demonsgtated that the sensor was capable of detecting differences between aircraft wires exposed to
various types of aviation fluidSheldon and Baler 2014b)

The interdigital capacitive sensor was applied to nugiglated wires and cables beginning in 2014.
EPRinsulated wires of various colors that had been expastebtmal and radiatiorinduced oxidative
aging were tested and very good correlations were observed between m€amuwl&dat 1 kHz and
1 MHz, EAB and indenter modulus measuremdéAtvia et al. 20%; Bowler et al. 2015)These
encouraging results provided significant momentum for continuing development of interdigital capacitive
sensing for monitoring polymer components (jacket and insulation) in NPP cables. Correlation
magnitueks of around 0.85 were found between meastraidl kHz and EAB in thermalgged EPR
and cosslinked polyolefin cable jacket materials; for examp&yn et al. (2016)

5.4.3 Test Setup Considerations

Non-destructiveesting of dielectrics using interdigital capacitors offers various design parameters
that can be adjusted to improve signal strength, sensitivity, or sensing area. As mentioned above, increase
in signal strength and sensing area can often be accompbigliecteasing the number of sensor digits.
Sensitivity to a particular depth of the sample can be increased by adjusting the separation of the digits,
and sensitivity to material property changes in a particular polymer can be increased by selecting a
frequency at which the expected changes are large.

543.1 Electrode design

In arelativelylossy material the penetration depth of the dynamic electromagnetic field, commonly
known as the skin depth, is defined as the depth at which the field magnitude fadlGatmolit 37%) of
its surface value. In a lo¥oss (dielectric) material, a different definition is needed. Followagsr and
El-Dakhakhni (2009andLi et al. (2006) Chen and Bowler (2012lefined the penetration depth of the
fringing field of a concentric coplanar capacitiyv
in a 10% @crease from the capacitance measured forsshpla c e of t h Chenamle me di umo
Bowler 2012b) This definition was adapted I8heldon and Bowler (2018) describe sensing depth for
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an interdigital capacitive electrode situated on the curved surface of a cylindrical dielectric medium with a
coaxial conductive core. In this case, penetration defstigiven by

a=b -gg

whereinb is the ralius from the cylinder axis to the exterior surface of the dielectric layemaigithe
radius of a conductor that generates a 10% increase in capacitance compared with that for the case in
which there is no conductor.

In Sheldon and Bowler (2014kthe above definition was used to explore the variation in capacitance
of an interdigital sensor as a function of the paranmgtire gap length between neighboring digits, and
the number of digitsRigure6-2). The parametay has the strongest influence @of all the sensor
parameters.

A similar idea was exploited in the context of samples with planar geometry for measuring
permittivity and determining thicknes§ dielectric plates and sheliMatiss 2014)In this work, the
electrode digits were excited selectively with the effect of vargialgctronically without physically
changing the separation of the electrode digits.

More recently, a fiite-element modeling (FEM) approach has been employed to investigate the
question of how to optimize the design of the interdigital sensor for various pu(ploses et al. 2017;
Shao and Bowler 20175ubject to certain constraints, such as available dimensions of the sensor for a
certain type of cable application, the need to achieve a valo¢hatt is above the instrument noise floor,
and the limitations of sensor fabricatiapproaches, the sensor sensitivity to expected changes in the
material permittivity as a function of its aging has been modeled and used as a metric by which to seek an
optimal sensor design. The adjustable parameters in the design process are tattenrtarnber of
electrode digits, the width of those digits, and the separation betweed #itraugh these are not
completely independent of one another. In the planar geometry tredtkébyg et al. (2017)t was
shown that there is a design traaféb e t we e n t skrsitivisy amd she pedetratiaepth of the
fringing field into the tespiece In other words, the sensor sensitivity to permittivity changes is better for
electrodes whose digits are close together, but the penetration depth of the electric fiali@isrsthis
caseShao and Bowler (2018fudied the case of a cylindrical test piece (RSCC cable typ8¥E2
diameter 14.49nm) and sensor constrained to 37.86fthe cable circumference (135 degrees of arc) with
the goal of maximizing sensor sensitivity to property changes in the XLPE insulation layer concealed
beneath the CSPE jacket. In this case, optimal design parameters were fouNd-t8,lve= 4 mm, ar
g = 1mm, yielding a sensitivitpf 4.66 pF/m and output capacitance of 2.09 nkhen the insulation
relativepermittivity was assumed to be 2.5.

5.4.3.2 Inspection frequency

In solid dielectriomaterialsthe dielectric relaxations are often broad and overlapping but,
nonetheless, judicious selection of inspection frequency can help to increase measurement sensitivity to
the particular polymer of interest, in the case of a cable with different polymeonpentg, or to the
particular aging mechanism of interest. An excellent illustration of this point can be fokigdiia5-4,
which shows broadband permittivity dateeasured from 0.01 Hz to 1 MHz on thermallyed cable
samples with EPR insulation and PVC jacietperatore 2017)it can be seen that there are two peaks in
the loss tangertf the new cablgFigure5-4(b), corresponding to the decline in specific capacitance
plotted inFigure5-4(a). The pronounced peak observable at addd Hz corresponds to a relaxation
process occurring in EP®erardi 2013) The loweramplitude peak at around 100 kHz corresponds to a
relaxation process occurring in PY(Orrit-Prat et al. 2011)For this cable, then, it should be possible to
separate the influences of the two different materials by selecting the apprivpgagncy range in
which to work.To access property changes occurring in the insulation, therefore, it would be appropriate
to work in a frequency range below 1 Hz.
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Figure5-4. Specific capacitance (a) @toss tangent (b) measured orcore, EPRinsulated cable with
PVC jacket. Samples were aged thermally at 140°C for the number of hours shown in the legend
(Imperatore 2017)
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6. FEM SIMULATIONS

FEM has been used to explore the desigace associated with interdigital electrodes with the aim of
optimizing the sensor design for certain inspection tasks. Generally speaking, a modeling or simulation
tool can assist with sensor design and optimization in a design process that avgiesartdrer of
laboratory trials. For this effort, commercially available simulation packages from ANSYS and
COMSOL™ have been used to predict the capacitance and electric field distributions associated with
interdigital sensor configurations. PNNL has us&bYS Maxwell® while lowa StateUniversity has
used COMSOIM Multiphysics. Both tools include electrostatic field solvers for 2D and 3D geometries.

6.1 Coplanar Interdigital Electrodes

Huang et al. (201 7hvestigated the effect of varying the geometrical paramgtevgand
consequently the number of digild), of a coplanar, interdigitated sensor with fixed overall dimensions
upon its output capacitance and sensitivity. A schematic diagram of the sensor is §igema6-1
(Huang et al. 2017)The sensor is comprised of fdike electrodes whose tines of width w are separated
by a gap g. The driven and sensing electrodes may be connected to an impradbaesapable of
sweeping from 1 Hz or below to motean 1IMHz and where the measurement of interest is the complex
capacitanc€’ [F] expressed at a particular frequencyas a plot over the frequency range.

Sensing

electrode
Driving
electrode

Substrate
Backplane

Figure6-1. Perspective view of a coplanarterdigital capacitive sensor showing geometrical parameters
g, the separation distance between neighboring digitsyatiee digit width(Huang et al. 2017)

It was shown that there is a design traffebetween sensitivitys, defined as the rate of change of
capacitance as a function eft piece permittivity,

_ic
pe
and the depth of penetration of the electric fringing field into the test piece.
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6.2 Cylindrical Interdigital Electrodes

6.2.1  Single-Core Cable with Insulation and Jacket

Shao and Bowler (201 &ddressed the problem of designing curved interdigital capacitive electrodes
for maximal sensitivity to permittivity changes in secdager dielectric material. Giverertain
geometrical constraints, garilwweseaneddthtbesgoagof o met r i c al
determining the electrode design with best sensitivity to permittivity changes in the insulation layer of an
unshielded, singleore cable, when theensor was applied to the exterior surface of the cable jacket,
(Figure6-2). Recognizing that the penetration defpihcreases as the separation of the digiiscreass,
but that increasing causeghe output capacitance of the sen8do drop, this design exercise deals with
the tradeoff between the need for a large depth of penetration while maintaining an output capacitance
well above the noise floor.

Background Plane

Substrate Layer

Interdigital
Electrode

Figure6-2. Schematic diagram of the design problem considereghlap and Bowler (2017)

For cable type P63092 supplied by RSCC company whose parameters are giVabl@6-1, and
for certain fixed parameters of the sensor givehdhle6-2, sensor sensitivity and output capacitance
were computed usingC/DC packages of COMSOM as functions of parametegsandw
(Figure6-3) Shao and Bowler (2017)

Table6-1. Cable parametsrused in the simulations whose results are presenkegure6-2

Jacket Insulation

Company CableType Total Diameter (mm) Thickness (mm) Material Thickness (mm) Material
RSCC P623902 14.49 1.143 CSPE 1.4 XLPE

Table6-2. Fixed parameters of the sensor for the simulations whose results are presBigeckis3.

Thicknesste Relative
(um) Material Permittivity
Electrode 17.8 Copper n/a
Substrate 25.4 PTFE 2.1
Back Plane 17.8 Copper n/a
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Optimal design parameters for ndastructiveevaluation of the XLPE insulation layfar the cable
configurationwerefoundto beN = 3,w = 4mm, andg = 1 mmwhen the cable surface available for
inspection is assumed to be 37.5% of the full circumferaif@h these assumptions, a sensitivity of
4.66 pF/m and output capacitance of 2.09 niaredetermined for the sensahen the insulation
relativepermittivity wasassumedo bel] = 2.5.

[ NRE
BN -5
N -7
CIN=9

X
<

"~

Sensitivity (F/m)

w (mm) " 2 ’ g (mm)

Figure6-3. Sensor sensitivitgas a function of the number of digits, Other calculation parameters are
given inTable6-1 andTable6-2.

6.2.2  Single Core Cable with Insulation

In more recent worlassociated with this projecn interdigital capacitive sensor with curved
electrodes conforming to the surface of Okoguard® 13\k¥al Jumper Cabl€The Okonite Company
N.D.) was modeledRigure6-4) to explore the influence of IDC desigarametersuch as tine gap (g),
width (w), and numbe(n). Parameters of the cable are listed'able6-3 and the insulation real relative
permittivity as a function of frequency is plottedHigure6-5. This data was measured on a flat sample
of the material with thickness 0.8145 + 0.0004 mm using paqafiéd capacitive electrodes with
diameter 31.75 mm. Fixed parameters of the sensor are listathlie6-2.

Figure6-4. Schematic diagram of an interdigital capacitive sensor in contact withrisRRited
Okoguard® 15 kVAerial Jumper Cable
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